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Chuck errorCase 1

Auto switch 
error!

LOG

Cause identi�cation with the system recorder

The system recorder has determined that 
the cause was the ON position of the auto switch.

Unable to identify the error location in the device.

321 An error occurred in the auto 
switches of the air chuck on 
edge of the robot.

Although all the auto switches 
were checked, they were ON in 
the normal states, and the error 
cause could not be identi�ed.

Checking the video could not 
identify the cause since the 
conditions of the auto switches 
were not recorded.

Check the item that can be an error cause 
by using the data flow analysis function .

GX Works3
LOG

GX Works3

1

An auto switch turned on a few seconds after the error occurred. Checking the condition of the corresponding 
chuck in GX LogViewer has determined that the trigger of the auto switch was OFF (timed out) when the 
workpiece was gripped.

3

When the operation at the error occurrence was 
reproduced by the offline monitoring function , 
an auto switch did not turn on, and an error occurred.

2

O�ine 
monitoring
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Error

LOG
GX Works3

LOG
GX LogViewer

It has been determined that the error can be avoided 
by finely adjusting the ON position of the auto switch 
attached to the chuck.

Adjust the ON 
position of the 
auto switch

Data flow 
analysis 
function
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Auto switch ON
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Human error 
(Incorrect product type)Case 2

recorder, and the appropriate preventive measures 
against recurrence can be considered.

Correctly understand what the cause was.

321 An operator inputs the 
workpiece machining conditions.

An error was found in the 
It is desirable to correctly 
understand the details of the 
erroneous operation for future 
guidance and consideration of 
improvement.

monitoring
Page 18

Log data

LOG

When the error actually occurred, 
reviewing the operation details to prevent 
recurrence and others were considered.

Reviewing the layout 
on the GOT screen

Changing manual input 
to barcode input

Event history

Page 19

LOG

The operation before the error occurrence 
was checked in the event history .

LOG
GX Works3 GT Designer3

1 The GOT offline monitor function  was linked to 
the event history to reproduce the GOT operation.2

Event history
Input error.

Camera 
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module

Recorder 
module



Handling errors from 
a remote placeCase 3

Cause identi�cation with the system recorder

The system recorder can significantly reduce 
man-hours and costs for handling errors.

Identify the cause without visiting the site.

321 An error occurred on the site of 
another branch (overseas).

The error occurred at the site 
location could not be correctly 
understood over the phone.

Since the cause cannot be 
identified without directly checking 
the hardware, traveling to the 
country costs time and money.

The log data and video data 
during the error were sent to the 
domestic office.

1

The corrected program was 
sent to the site by e-mail.

3 Data was analyzed with various tools 
to identify where the error occurred.2

LOG
GX Works3

LOG
GT Designer3

LOG
GX LogViewer GX VideoViewer

It has been determined that this 
error was caused by the problem 
in the sequence program modified 
by an operator on the site.

Log data

LOG

Video data

Error

Error occurred

Camera 
recorder 
module

Recorder 
module



Trouble analysis using 
past dataCase 4

Cause identi�cation with the system recorder

The system recorder allows users to review 
past project data to identify the cause of errors.

Check the project when the error occurred.

321  eht no rotarepo na hguohtlA.derrucco )rorre( eruliaF
site modified the program to see 
how it works, the failure could 
not be corrected.

An attempt to check the condition 
when the error occurred failed 
since the project has been 
overwritten.

Camera 
recorder 
module

Recorder 
module

Device error 
has occurred.!

!

Project data

Project data

SD memory card General-purpose 
personal computer

Description error found.

The project data is automatically  saved by using a trigger device. 
Any time  this trigger is turned on, the operation data is saved.
When enabled, every device change is recorded within the saved data.

1

Save project data automatically or at any time using 
the project data save function .

The project data saved in the SD memory card or general-purpose 
personal computer is read and used to replay the recording file.2

Since multiple project data sets in the past can be saved, 
the project data when the error occurred and the one before 
that can be analyzed together.

3



Analyzing servo troubles 
togetherCase 5

Cause identi�cation with the system recorder

The system recorder has determined that 
the cause was deviation from the sensor 
check position for workpiece detection.

Analyze multiple data sets together to identify the cause.

321 The sensor that detects the load 
during transportation turned on.

An alarm indicating that a drop 
of an object was detected 
has occurred.

When the site was checked, 
no workpiece has dropped and 
the sensors work properly.

Camera 
recorder 
module

Recorder 
module

A drop of an 
object was 
detected.

!

By comparing the logging data of the current value 
of the servo ampli�er with the data when the sensor 
is turned off using the waveform superimposition 
function  of GX LogViewer, the disturbance of the 
current value data of the servo ampli�er is confirmed.

1
The ball screw of the target axis was found to 
have a foreign object (metal powder, etc.) caught in it.2

It has been determined that this trouble was caused 
by "a foreign object in the ball screw, which caused 
vibration during the transportation and temporarily 
shifted the workpiece from the sensor check position 
for workpiece detection."

By displaying the logging data of both the recorder module and motion module in the same window, 
the relationship between the control data and axis data can be analyzed 

by matching the start time with one click.

Log data

LOG

Data disturbance found.

LOG
GX LogViewer

A foreign object 
found.

CORRECT WRONG



Non-alarm stopCase 6

Easily analyze the cause of the device stop without alarm.

321 A device stopped without 
alarm due to some error.

The operation status of the 
device before/after the stop 
cannot be checked because 
no alarm has been activated.

The system recorder automates 
the device monitoring at stop without alarm 

and contributes to the reduction of downtime.

1

3

For the file saving trigger of the system recorder, 
timeout time can be set.
If there is no change in the specified device 
within the set timeout time, a timeout is detected.

Timeout time can be set for triggers for sensor input signals and actuator output signals.
The entire video and operation data of the device at the stop without alarm can be recorded and simple analysis can 
be performed without adding a program to activate an alarm.

2 No program is required for the timeout 
detection setting.

LOG
GX Works3

Device stop without alarm

!

It is difficult for operators to 
constantly monitor the device 
operation and changes in 
device/label data for analysis.

LOG
GX Works3

LOG
GX LogViewer GX VideoViewer

Log data

LOG

Video data

!
Timeout detection

Normal

Error

Timeout time

Timeout detection

Camera 
recorder 
module

Recorder 
module

Cause identi�cation with the system recorder



GX VideoViewer Pro facilitates identifying 
"unusual" operations and reduces

 the time required for simple analysis.

Identify "unusual" operations more easily without time and e�ort.

21 3An error occurred during 
workpiece transportation 
by a robot.

The device movement in the 
video is too fast, making it 
dif�cult to identify "unusual" 
and abnormal operations that 
could be the trouble cause.

It is desirable to analyze the 
trouble cause by using the 
video of the device recorded 
with the system recorder.

Difference 
extraction 

function
Page 20

!

GX VideoViewer Pro

AI learns the video of the device at normal operation to generate 
a normal model.1

The video of the device at error occurrence and the generated 
normal model are compared to extract differences .2

Log markers are automatically added  to the timing of 
differences = "unusual" operations.
Then, videos and operation data of the device are compared to 
analyze the error cause.

3

Video data at normal operation

Video data at error occurrence

Log markers automatically added 
can be used in various tools.
They can be checked and analyzed 
together with the video.

Automatically added.

LOG
GX LogViewer

LOG
GX Works3

Case 7
Camera 
recorder 
module

Detection of 
"unusual" operations

Recorder 
module

Cause identi�cation with the system recorder



Case 8
Camera 
recorder 
module

Recorder 
module

Trouble analysis 
across devices

321 An error occurred in the box 
making process in the 
production line.

It is desirable to check the data 
in the other processes in the 
same time series to identify 
the cause.

Because the data in the other 
processes in the same time 
series was not collected, each 
data cannot be checked with 
the timeline matched.

Box making
LOG LOG LOG

Bonding to 
cutting Printing Box making to 

inspection

[1:00 PM 
to 1:04 PM]

[1:25 PM to 
1:40 PM]

[1:52 PM 
to 2:00 PM]

LOG

[1:00 PM 
to 1:04 PM]

LOG

[1:00 PM 
to 1:04 PM]

LOG LOG

[1:25 PM to 

LOG

[1:25 PM to 

LOG

Bonding Cutting

? ?
!

Check multiple data in the same timeline.

Co-recording 
function
Page 20

The system recorder facilitates checking 
the error cause across devices.

2

LOG
GX LogViewer

Although the error was detected 
in the box making process, 
it was found that the cause of the 
abnormality was in the bonding 
process as a result of analyzing 
the entire system.

Error detection

Actual error cause

The control data and video of each device at error occurrence can be collected 
and the waveform data can be checked at once.3

LOG
GX Works3

Just specifying this in each recording device

Recording devices that are used to start recording at different timings can be switched to co-recording with the setting 
configured just by one step.

1
When one of the recording devices* 1 detects an error and executes recording, the other recording devices within the 
operating range can also execute recording in conjunction  via CC-Link IE TSN.
*1 A generic term for devices which have the recording function or servo system recorder function such as camera recorder modules 

 and Motion modules

Recording is started 
by trigger occurrence.

Recording is started by 
devices in other processes 
in conjunction. !

InspectionPackingPrinting gnikam xoBgnidnoB Cutting

!

Bonding to cutting

Printing

Box making to inspection


